
UNCLASSIFIED//FOR OFFICIAL USE ONLY

Room # Room Name
AVCII Box 
Quantity Drawing Reference

AV Floor Box 
Quantity Drawing Reference

Raised Flr Pwr Box 
Quantity Drawing Reference CII Box (10X10 grid) Drawing Reference

62 Signals Testing Room 1 T1‐402 12 T1‐402 and 410 9 E1‐408 12 E1‐458
1223 Auditorium 3 T1‐408 29 T1‐408 30 E1‐406 48 E1‐457
50 Training and Conference 1 T1‐400 & T1‐409 13 T1‐409 13 E1‐407 15 E1‐458

1241 MMCC 3 T1‐124 & T1‐404 0 N/A 0 N/A 3 E1‐460
1212 Multi‐Purpose #1 1 T1‐103 0 N/A 0 N/A 6 E1‐460
1213 Multi‐Purpose #2 1 T1‐103 0 N/A 0 N/A 5 E1‐460
1214 Multi‐Purpose #3 1 T1‐103 0 N/A 0 N/A 5 E1‐460
1222 Conf. Center Break‐Out Rooms 2 T1‐103 0 N/A 0 N/A 9 E1‐460
40 conf room 1 T1‐106 0 N/A 0 N/A 3 E1‐458
41 conf room 1 T1‐106 0 N/A 0 N/A 3 E1‐458
42 conf room 1 T1‐106 0 N/A 0 N/A 3 E1‐458
43 ECI 0 N/A 0 N/A 0 N/A 24 E1‐458
65 SA Team 0 N/A 0 N/A 0 N/A 6 E1‐458
66 Staging/Burn in 0 N/A 0 N/A 0 N/A 6 E1‐458

70/0140 Open Office/OPS Area 5 T1‐109 & T1‐110 0 N/A 0 N/A 355 E1‐458
0232 Conf 0 N/A 0 N/A 0 N/A 4 E1‐458
0234 Conf 0 N/A 0 N/A 0 N/A 4 E1‐458
2050 Open Office 0 N/A 0 N/A 0 N/A 582 E1‐459
2041 Executive Conf 0 N/A 0 N/A 0 N/A 6 E1‐459
2035 Conference Room 0 N/A 0 N/A 0 N/A 6 E1‐459
2323 Conference Room 1 T1‐411 0 N/A 0 N/A 6 E1‐459

Totals 22 54 52 1111

Table CII‐#1
CII box ‐ GFE Description
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The below is a description of power/communication boxes that are to be Government Furnished  Contractor Installed Equipment(GFE) :

1 –CII boxes (reference sheet T1‐504 and above “Table CII‐#1”)  are to be GFE. The associated power distribution module boxes and interconnecting flexible metal conduit/cable as detailed on sheet E1‐561, detail 2 are to be 
GFE. The “power mate cable” as shown on sheet E1‐561, detail 2 from the power distribution module box to the service panel are to be GFE.

2‐AVCII boxes (reference sheet T1‐504 and note 1 on that drawing as well as the above Table CII‐#1) are to be GFE.

3‐AV Floor boxes(reference sheet T1‐505 and above “Table CII‐#1”) are to be GFE. Carpeting for finishing the lid of the AV Floor boxes is not GFE, but is contractor provided, contractor installed.

4‐Raised floor power boxes(reference sheet E1‐561 and above “Table CII‐#1”) are to be GFE. Carpeting for finishing the lid of the AV Floor boxes is not GFE, but is contractor provided, contractor installed.

Supports, brackets, bracing, fasteners and other appurtenances needed for installation of the above GFE is to be contractor furnished and installed.
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